














CI
TY

 C
AM

PU
S 

   2
71

1 W
. W

EL
LS

 S
T,

 2N
D 

FL
OO

R 
   M

ILW
AU

KE
E,

 W
I 5

32
08

OC
EA

NS
 O

F 
FU

N 
SE

A 
LI

ON
 S

HO
W

 P
OO

L 
CO

AT
IN

G
Mi

lw
au

ke
e C

ou
nty

 Z
oo

 - 
Oc

ea
ns

 of
 F

un
 S

ea
 Li

on
 S

ho
w 

Po
ol

10
00

1 W
ES

T 
BL

UE
 M

OU
ND

 R
OA

D
MI

LW
AU

KE
E,

 W
I 5

32
26

 A102

2013 UNDERWATER INSPECTION REPORT BY CHICAGO COATING GROUP

1. THE WALLS:

The walls of this pool exhibit severe blistering and in some cases, mud-cracking. We
estimate that 99% of the walls remain covered with well-adhered polymer, of which
approximately 80% is exhibiting blisters. Roughly 15% of those blisters have burst or
cracked open, revealing the concrete beneath via adhesive failure of the coating to
the substrate. The walls also show evidence of repair to numerous linear cracks. The
owner has mentioned that these cracks had been repaired during the initial lining. We
have been told that the pool is not currently leaking. Our visual inspection supports
this claim.

2. THE FLOOR:

The condition of the coating on the floor of this pool is fundamentally different than
the walls. While most of the floor area is visually obscured by the presence of scum
or algae, we were unable to identify any visual blisters or delaminated coating.
Overall, the coating on the floor appeared to be in good condition, with varying
degrees of cosmetic distress, which was difficult to quantify due to the presence of
algae.

3. THE AREA ON THE WALLS BELOW THE COPING:
The coating located directly below the copingstones, and roughly 1.5’ down the wall,
shows evidence of severe degradation. CCG believes this degradation is likely due to
several factors including increased exposure to UV, and freeze/thaw cycle damage
resulting when the water is lowered.


